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Penetration of distributed generation (DG) units in distribution network has increased rapidly stimulated by reduced
network power loss, improved bus voltage profile, and better power quality. Appropriate size and allocation of DG
units play a significant role to get beneficial effects. The objective of this study is to demonstrate a simple and fast
technique to determine appropriate location and size of DG units. A voltage stability indicator (VSI) is derived which
can quantify the voltage stability conditions of buses in distribution network. According to VSI, vulnerable buses of
the network are arranged rank-wise to form a priority list for allocation of DG units. To determine the size of DG
units, a feed forward artificial neural network is prepared in MATLAB environment (The MathWorks, Inc.,
Massachusetts, USA). The effectiveness of the proposed methodology has been tested on a 52-bus radial
distribution network. After appropriate allocation of DG units, voltage profiles of most of the buses are increased
significantly. The results also indicated that the total loss of the distribution network has reduced by nearly 76.39%,
and voltage stability conditions of buses are improved considerably. Voltage stability conditions of bus-13, bus-36,
and bus-44 are raised by 23.16%, 29.23%, and 37.64% respectively.
Keywords: Voltage stability condition, Distributed generation units, Priority list, Allocation, ANNBackground
Distributed generation (DG) is going to play a very im-
portant role in power systems worldwide. Penetration of
DG units in distributed system presents a significant im-
pact on system reliability, power flow, voltage profile, sta-
bility, and power quality. Renewable energy source-based
DG can alleviate the energy poverty by utilizing abundant
wind and solar photovoltaic available in the region [1].
Most of the radial distribution networks suffer with volt-
age instability at feeders. DG units can boost up the low
voltage at the end of the feeders. The planned application
of DG units can provide the transmission capacity release,
reduction in network losses, and avoidance of high invest-
ment costs for network upgrades. But, unplanned uses of
DG units may increase the problems. Therefore, some
tools or techniques are needed to be examined for the
allocation and sizing of the DG units.
A method for placement of DG units using continu-
ation power flow analysis has been proposed by Hedayati
et al. [2]. They have not studied about the size of DG* Correspondence: partha_kayal@yahoo.co.in
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reproduction in any medium, provided the origunits. Kashem et al. have discussed about optimal use of
DG units to support voltage in distribution feeders [3].
They have applied sensitivity analysis to determine ap-
propriate location of voltage support DG units. The ef-
fect of DG real and reactive power injections for the
inclusion of DG units is also investigated. Rafidah et al.
[4] have discussed about a methodology to evaluate ap-
propriate DG size and its impact on power losses and
voltage profile in distribution system. They have pro-
posed complex artificial immune system optimization al-
gorithm for sizing of DG units. Islam has presented a
methodology to optimize the size of pumped hydro-
storage system using optimization software HOMER
(NREL, Washington DC, USA) [5]. Acharya et al. [6]
have derived an expression to calculate size and location
of DG units to minimize distribution losses. The size of
DG units is calculated updating the loss coefficients of
network loss formula. With proposed methodology by
Acharya et al., appropriate size of DG units can be esti-
mated after running a number of load flow iterations. A
genetic algorithm-based optimal sizing and placement
of DG units considering the system energy loss
minimization in different load conditions have beenis is an Open Access article distributed under the terms of the Creative
mmons.org/licenses/by/2.0), which permits unrestricted use, distribution, and
inal work is properly cited.
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needs extensive calculations. Analytical approaches to
choose optimal location for DG units in radial distribu-
tion network to minimize loss have been presented by
Caisheng et al. [8]. They have not discussed sizing issue
of DG units in the literature. Recent researches focus on
the selection of best places for the allocation of DG units
in large distribution network, but appropriate size calcu-
lation of DG units using simple and fast techniques has
not been emphasized yet.
The paper is organized as follows: At first, a voltage
stability indicator (VSI) is developed from conventional
power flow equation to determine the stability condition
of buses. Then, a priority list is set up using VSI to allo-
cate DG units. In the next section, artificial neural net-
work (ANN) technique is used to determine the proper
size of the DG units to ensure the permissible static
voltage of each bus. After that, a proposed methodology
is tested on a 52-bus radial distribution network, and the
impact of the DG units on static voltage profile is illu-
strated. In the last section, some relevant conclusions
are given.
Methods
Allocation of DG units
In developing countries, most of the distribution net-
works are operated with radial structure, leading toFigure 2 Architecture of the three-layered feed forward ANN.
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Figure 3 Flow chart for allocation and sizing of DG units.
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another reason to get low quality power at customer end
[9]. Considering the fact that most DG units are located
at the distribution level, determination of the best loca-
tions for DG units to maximize their benefits is very im-
portant in system design and expansion. By analyzing
the voltage sensitivity of lines, weakness of network volt-
age may be identified and opportunities for improve-
ment with active or reactive power compensation via
DG units can be examined.
Proposed VSI
Power networks are becoming heavily stressed to meet
ever-increasing load demand. This situation has resulted
into deterioration of voltage magnitudes at buses. One
of the major problems that may associate with such a
stressed system is voltage collapse. From the necessity of
accurate analysis of voltage stability, a number of ana-
lytical and computational tools have been discussed
[10-12]. In this section, a VSI is formulated for radial
distribution network to estimate the distance of voltage
collapse. The indicator uses the bus voltage and network
information provided by load flow program. Any branch
ri + jxi connected between bus i and bus i + 1 of the ra-
dial distribution system may be represented by anFigure 4 Single line diagram of the 52-bus radial distribution networequivalent circuit model, shown in Figure 1. The con-
ventional power flow equations of the receiving bus and
branch connect the receiving bus can be written as
follows:






Vi  Viþ1ð Þ2
ð2Þ
where PL,i and QL,i are the active and reactive power loss






Vi  Viþ1ð Þ2
ð3Þ
Power balance equation is always maintained in each
section of the network for steady operation.
Piþ1 ¼ Pi  PL;i ð4Þ
Qiþ1 ¼ Qi  QL;i ð5Þk [14].
Table 1 Priority list of test system

































































As the value of PL,i and QL,i from Equations (6) and
(7) have used in Equation (3),
Vi:Viþ1  V 2iþ1
 2 ¼ P2iþ1 þ Q2iþ1 : r2i þ x2i  ð8Þ
Equation (8) is solved according to the fact that the
right hand side of Equation (8) is always positive for any
value of Pi + 1, Qi + 1, ri, xi.




: r2i þ x2i
  q ¼ 0: ð9Þ
Roots of Equation (9) are real if




: r2i þ x2i
  q
≥0 ð10Þ










In practice, the distribution system operators always
try to maintain the system within a given voltage stabil-
ity margin so that small contingencies do not make the
system unstable. Therefore, Li + 1 must be less than 1.0
for maintaining stability at that bus. The smaller VSI,
the more stable is the distribution network.
Priority list
Voltage stability level of each bus is calculated using the
VSI. The buses are ranked in descending order accord-
ing to their VSIs to form a priority list. The top-ranked
buses are chosen first for allocation of DG units. Subse-
quently, lower-ranked buses are fed with power from the
DG units. A number of DG units would be installed de-
pending on the sizing issues of the DG units. After the
installation of each DG unit, load flow solution is per-
formed to monitor voltage magnitude of buses, network
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Figure 5 Voltage magnitude (p.u.) of all buses at normal condition.
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A DG unit is a small scale power generation ranging
from multi-kilowatt to few megawatt and is usually con-
nected to a distribution network. The impact of the DG
unit on distribution network may be positive or negative,
depending upon the size and operating condition of the
DG unit. Usually, the DG unit size should be consum-
able within the distribution substation boundary. Further
increase of the DG size can cause reverse flow of power



























Figure 6 Graph of test output along with training data obtained fromANN model
For a particular bus, as the size of the DG unit is
increased beyond its appropriate size, network losses
start increasing rather than decreasing. So, appropriate
size evaluation of DG is very significant. The use of
ANN [13] is capable of indicating the best solution for a
given distribution system. This is because of the advan-
tage of high computation rate of three-layered feed for-
ward ANN in approximating a complex nonlinear
mapping. A feed forward ANN works on the basis of0.98 1 1.02 1.04 1.06
gnitude (p.u)
ANN for different voltage magnitudes at bus-44.

























Figure 7 Graph of training and test output data obtained from ANN with respect to voltage magnitudes at bus-13.
Table 2 Size of DG units at three vulnerable buses
Bus number Size of DG MSE
kW kVAR
44 641.4 309.8 0.00069
36 418.4 202.5 –
13 547.1 264.3 0.00033
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put stage to an output stage through intermediate neu-
rons. The number of hidden layer is chosen to match
the complexity of the function. Error backpropagation
learning algorithm is used to train the ANN for the fas-
ter learning and reliable convergence. The error function
chosen for the learning process is mean square error
(MSE) of outputs. The architecture of the three-layered
ANN is shown in Figure 2.
The appropriate size of a DG unit for a particular bus
can be determined for desired voltage profile of that bus.
With random change of DG unit at that bus, values of
voltage magnitudes are determined from power flow solu-
tions. Feed forward ANN is trained rigorously with DG
size corresponding to voltage magnitudes at poor-voltage
stable bus obtained from load flow solution. Then, for any
required bus voltage, the appropriate size of the DG unit
(MVA) for that particular bus is evaluated. The proposed
methodology for the allocation and size evaluation of the
DG units is shown in Figure 3. In the flowchart of Figure 3,
the iteration starts with calculating the VSI of each bus at
base case of the network. After iterations, on view point of
voltage profile improvement of buses beyond 0.90 p.u., the
appropriate size and location of the DG units are obtained
at modified network.
Computational procedure
The installation of non-optimal size DG unit results in
an increase of system losses, implying the reduction of
voltage magnitudes of buses in the network. A fast sys-
tematic approach to allocate DG units and then deter-
mination of their sizes need step-by-step computationalprocedure. The procedure for proposed methodology is
as follows:
1. Run the power flow solution at base case of the system.
2. Calculate the VSI of each bus and store.
3. Arrange the VSI of the buses in descending order to
form a priority list.
4. Place the DG unit at top-ranked bus.
5. Change the size of the DG unit randomly within a
certain limit and calculate the voltage magnitude of
the highest priority bus to form the training data set
of the proposed ANN.
6. Train the three-layered feed forward ANN properly
with training data set.
7. Evaluate the MVA for the voltage profiles of 0.90 p.u.
for buses using the ANN model.
8. Repeat steps 5 to 7 to allocate the DG units subse-
quently at other weak voltage stable buses and continue
until all buses of the network reach to desired voltage.
Test network
The proposed technique has been tested on practical
11 kV, 52-bus radial distribution network. There are
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Figure 8 Comparison of voltage magnitude (p.u) of buses before and after DG installation.
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station, and the rest of the buses in the network are load
buses. The schematic diagram of the test network is
shown in Figure 4. The line impedance of the system is
0.0086 + j0.0037Ω/km. A Newton–Raphson algorithm is
written in MATLAB 7 to solve the power flow problem.
Results and discussion
The method to allocate DG units to improve voltage






















Figure 9 Comparison of voltage stability condition of different busesnetwork is demonstrated through the simulation of the
test network. The base power and the voltage for simu-
lation of the system are taken as 10 MVA and 11 kV, re-
spectively. The VSI of each bus is calculated with the
network data of base configuration. The priority list is
prepared and presented in Table 1.
According to the load flow, the active and reactive
power losses of the system are obtained as 741 kW and
307 kVAR, respectively. Voltage magnitudes of the sys-
tem are also noted and shown in Figure 5. From Figure 5,30 40 50 60
 number
before and after DG installation.
Table 3 Comparative study of power losses before and





Before allocation of DG units 741 307
After allocation of DG units 176 70
Reduction of loss after allocation
of DG units
76.25% 77.20%
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36, etc.) suffer with low voltage problem and having a
voltage lower than 0.8 p.u.
According to the priority list, the first DG unit is
placed at bus-44 because it is with highest value of VSI.
The size of the distribution system in term of loads plays
an important role in selecting the size of the DG unit.
To obtain a reasonable solution, the size of the DG unit
should not be so small or so large with respect to load
value. Therefore, the DG range is between 0.4648 MVA
(10% of total load) and 1.3944 MVA (30% of total load)
for this system. The optimal size of the DG unit is quan-
tified through raising the voltage magnitude of low volt-
age stable bus to 0.95 p.u. The appropriate size of the
DG unit at bus-44 is calculated using ANN. Figure 6
obtained from the simulation of ANN model shows
training and target output data at bus-44. Very low MSE
(0.00069) confirms the validation of the proposed model.
The appropriate DG size at bus-44 is 0.7123MVA, i.e.,
15.06% of the total load. In the same way, two DG units
are installed consecutively at bus-36 and at bus-13. The
minimum size of the DG unit, i.e., 0.4648 MVA, is suffi-
cient to raise the voltage beyond 0.95 p.u at bus-36. For
bus-13, the size of DG unit is determined from ANN as
shown in Figure 7. Appropriate sizes of DG units along
with MSEs are tabulated in Table 2. From Table 2, it is
to be noted that the appropriate size of DG unit is
12.82% of the total load of the test network.
After the allocation of the three DG units, it is seen
that the voltage profile of all the buses are raised above
0.90 p.u. as shown in Figure 8. From Figure 8, it is seen
that the voltage magnitudes of bus-18, bus-19, bus-35,
and bus-36 are increased by 19.07%, 19.44%, 19.12%,
and 21.78%. The voltage stability condition of all the
buses has improved considerably compared to the initial
condition and shown in Figure 9. It is noted from the
figure that the voltage stability condition of bus-13, bus-
36, and bus-44 are improved by 23.16%, 29.23%, and
37.64%. The active and reactive power losses of the net-
work are reduced significantly as shown in Table 3. It is
noted from Table 3 that the active and reactive power
losses are reduced by 76.25% and 77.20%, respectively,
after proper allocation of three DG units in the test dis-
tribution system.Conclusions
In this study, a priority list is developed using VSI to ac-
commodate DG units. The appropriate allocation of the
DG unit has been done easily using the priority list. Pro-
posed methodology for the determination of appropriate
size of DG units for desired voltage profile using ANN
technique has emerged as a very fast and efficient tool.
The appropriate size of the DG units varies from bus to
bus, depending on connected loads. The results reveal
that the integration of DG units is highly effective in re-
ducing power losses in the distribution network. It is
shown that with appropriate sizing and allocation of DG
units, voltage magnitudes of the poor-voltage buses can
be raised above 0.90 p.u. Results also indicate that there
is a significant improvement of voltage stability for most
of the buses. The study may be further facilitated consid-
ering economical and geographical location factors of
DG units.
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